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B 1 B o H o
A WIRING ACCESSORIES C ||| FLUORESCENT & INCANDESCENT E TV SYSTEM
LIGHT FIXTURES
B T B T i T
S.NO| SYMBOLS DESCRIPTION MAKE | MOUNTING S.NO| SYMBOLS DESCRIPTION MAKE | MOUNTING S.NO| SYMBOLS DESCRIPTION MAKE MOUNTING
HEIGHT HEIGHT HEIGHT
1+ |-/ si—4 | INDICATES GANG TYPE SWITCH 10 AMPS, ToEeRaD | ON WALL AT 1 b | INDICATES FLUORESCENT LIGHT WITH 1x18 W TUBE & | —PHIIPS SURFACE ; INDICATES TV CABLE OUTLET PONT ON WS POWDER CONTED | —CHPSAL ™ [ oN waLL AT
INDICATES NUMBER OF SWITCHES ON SWITCH PLATE MK 3'-6" F.F.L CAPACITOR TYPE GMP 015/118 —SUN LIGHT MOUNTED BACK BOX 16SWG, SIZE: 33" —MK 0’-9" F.F.L
_oLPsAL ON WALL AT { INDICATES FLUORESCENT LIGHT WITH 1x36 W TUBE & | —PHIUPS SURFACE CCLPSAL ON WALL AT
2 L (TWO WAY)| INDICATES 2 WAY GANG TYPE SWITCH 10 AMPS, H_—wﬂox.»zo 3'—6" F.F.L 2 CAPACITOR TYPE GMP 015/136 X —SUN LIGHT MOUNTED 2 DIS INDICATES TV CABLE DISTRIBUTOR H_,uaﬂox.»zo 0'—9" FF.L
ON WALL AT —PHILIPS SURFACE INDICATES TV PULL BOX MADE OF M.S POWDER COATED
3 - INDICATES 116 SWG .S SWTCH BoARD TLOCAL MAE] 36 FFL 5 S MOUNTED GOVER Lo X1oW WITH SURFACE -SUN LIGHT | MOUNTED 3 TVUB | BoX 16 SWe #4706t W COR 10 Pt v Cuues. | REFER O Bog | SHRER SROUND
—CLIPSAL ON WALL AT " ” —BETA —IN WALL/
INDICATES 3 PIN COMBINED SWITCH SOCKET SAMPS, ON M.S ON WALL AT —PHILPS - INDICATES WIRING IN 3/4" OR 1" DIA PVC CONDUIT
4 A Bk BoX YPE: CLPSAL E2015)5h O APEROVED, S2UNALENT -LEGRAND | T 4 W INDICATES WALL LIGHT WITH 1x12 LED BULB A 12°ABOVE 4 FOR TV CABLE m«mﬂm\z “POPULAR | —BUF/BUG/
—CLIPSAL n —PHILIPS
INDICATES 1-GANG ROUND PIN COMBINED SWITCH SOCKET 15AMPS, ON M.S — ON WALL AT INDICATES WATER TIGHT ALUMINUM MADE ROUND 6"DIA LIGHT FITTING | — ON WALL AT
5 & BACK BOX TYPE: CLIPSAL~E2015/15N OR APPROVED EQUIVALENT |rﬂom>zc 0'=9" F.F.L 5 _IWuV WITH SAFETY GLASS, GRILL & 1x23W ENERGY SAVER |moxmpnzq 7'-6" F.F.L
~BETA ~IN WALL/
—
INDICATES WIRING IN 3/4” OR 1™DIA PVC CONDUIT —POPULAR —BUF/BUG,
® -~ / —SHAVYL BIS /Bs/ NOTE i i
—BETA —IN WALL/ DNULR— F ﬂ CAPACITY OF PVC OOZUGE_MU
7 | PVCC | INDICATES PYC CONDUT TRORAAR | Bur/BUe/ SAMPLE OF LIGHT FITTINGS SHALL BE SUBMITTED TO ARCHITECT/ENGINEER e T
—aSh SUB FOR APPROVAL BEFORE INSTALLATION.
8 X INDICATES FAN 56''SWEEP WITH m\m: DIA M.S HOOK —CLIMAX
—cuv SUSPENDED = - SNo|  CAPACITY OF CONDUITS MAXIMUM NUMBER OF CABLES
- - Ty " D SWITCH GEAR IN PVC CONDUITS SIZES
9 -VOA- INDICATES FAN 4B''SWEEP WITH u\m DIA M.S HOOK HWE—M?’X SUSPENDED %HTZC)%_.ON NO & DIA OF OVER ALL u\+.. DIA 1" DIA ,_I,_\+.. DIA
e ke 1 CONDUCTOR | wiRes DIAMETER (20mm D) | (25mm D) | (32mm DIA)
~ INDICATES EXHAUST FAN POINT WITH STEEL SHUTTERS —ASIA 12" ABOVE mmsq
10 m_n DIA AS SHOWN ON DRAWINGS ZCLIMAX WINDOW
=P S.NO| SYMBOLS DESCRIPTION MAKE | MOUNTING 2 e /138 > " " *
NOTE:— : HEIGHT
SAMPLE OF WIRING ACCESSORIES SHALL BE SUBMITTED TO ARCHITECT/ENGINEER FLOOR 3 25 1/1.78 38 8 14 23
FOR APPROVAL BEFORE INSTALLATION. L SMPB INDICATES SUB MAN PANEL BOARD REFER T0 BOQ |\ o iNTED
b | INDICATES DISTRIBUTION BOARD WTH MCBs FOR PROTECTION . 4 25 7/0.67 38 7 12 20
- - ) ZZI0B-LP | ¢ eHT AND PONER SOCKETS CRCUTS REFER TO BOQ| 4’0" F.F.L
INDICATES EARTHING SET TYPE OF EARTHING Ceren <a oo 5 4 7/085 43 5 9 15
w w_ﬂ TELEPHONE SYSTEM Unm . SHOWN ON DRAWING REFER—TO-BOQTON-GROUND
6 10 7/1.04 4.9 4 7 12
S.NO| SYMBOLS DESCRIPTION MAKE MOUNTING 7 16 7135 62 2 s 7
INDICATES TELEPHONE OUTLET POINT ON M.S POWDER COATED| ~—CLIPSAL ON WALL AT
1 ﬁ BACK BOX 165WG, SIZE: 3" |_,.\_ﬂmx>zc 09" FFL 8 16 7/1.78 7.3 - 3 5
INDICATES TV PULL BOX MADE OF M.S POWDER COATED UNDER GROUND
2 | TDB | | X 16 SHE 4 DEEP WITH COMR To PULL N Gapies, | REFER TO BOQ 30" DEEP ° 2 7/2.14 9.0 - 2 3
INDICATES WIRING IN 3/4” OR 1" DIA PVC CONDUT | —BETA —IN WALL/
3 FOR TV CABLE SYSTEM |mmn$_._.>x m_wm\ BUG/ 10 35 19/1.53 10.3 - - 2
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NEUTRAL BAR
(SQUARE) WITH SUFFICIENT
HOLES FOR NEUTRAL OF

MAN HOLE WITH WATER TIGHT R.C.C COVER

WIRES IN PVC CONDUITS. NO OIL OF ANY KIND SHALL

400mm EACH CIRCUIT
Vv
260mm —
o/ FUSE END STOPPER
rTT1
% ﬁﬂu - % A SIZE: 10" x 10” x 18" DEEP
700mm LL1l11
160mm o/ | _ | | curour puATE
b o o0 A |
(SQUARE) WITH SUFFICIENT »
16nm 0/6 HOLES FOR CPC OF EACH m 12 !
s || AT | |
? ”
= _ 10'-0 | | — |
t20mm I/ Lo °
1 o o _llllw_ﬂ
N_uu
e —— o
FRONT VIEW FRONT VIEW s
INTERNAL ARRANGMENT WITH CUT OUT PILATE. ] o o
O
< DETAIL OF EARTHING CONNECTING POINT
400mm 20 *
R Y B VOLT METER SELECTOR SWITCH
125mm v
00O 7 s _ GENERAL NOTES
| PHASE INDICATION LAWPS I
VOLT METER 96%96mm =) 7 THE WIRING SHOULD BE STARTED ONLY AFTER THE
- — THE FOLLOWING NOTES IN GENERAL SHALL CONDUIT SYSTEM HAS BEEN COMPLETED AND ALL
BE APPLICABLE FOR INSTALLATIONS OF ALL OUTLET BOXES ARE FIXED AT THEIR RESPECTIVE
7 ELECTRICAL WORKS BESIDE FOLLOWING POSITIONS.
T TECHNICAL SPECIFICATION DRAWINGS AND BOQ.
00mm ] | B2 WIRING CABLES FROM DB,S TO SWITCH BOARD,
= 7 o & POWER OUTLETS,SWITCH BOARDS TO LIGHTS FAN
0 @ ALL ELECTRICAL WORKS PERTAINING TO WIRING OF SAmps OUTLETS OR CONTROL WIRING SHALL BE
_ ELECTRICAL SYSTEMS SHALL STRICTLY CONFORM TO SINGLE CORE, PVC INSULATED,
7 I.E.E LATEST EDITION OF RULES & REGULATIONS. B3 COPPER CONDUCTOR CABLES, VOLTS GRADE 300/500
_ - OR 450/750 VOLT TO BSS-6004-1975
|
ALL PVC CONDUIT SHALL BE OF 3/4” OR 1" DIA B
N L o (DEPENDING UPON NUMBER OF WIRES) FROM SWITCH FOLLOWING SIZES OF PVC INSULATED WIRES WITH
= BOARD TO LIGHT POINTS & 1” D1A FROM DBs TO COPPER CONDUCTORS SHALL BE USED FOR INTERNAL
_ POWER SOCKETS OR AS SHOWN ON DRAWING. WIRING.
COPPER BRAD
B PVC CONDUITS RUN UNDER FLOOR SHOULD HAVE B4 LIGHTS CIRCUIT (UNLESS OTHERWISE INDICATED) SHALL BE
OO ARG TROUT VI MINIMUM 1-% TO 2" COVER. WIRED WITH 2 Nos.2.5mm (7/.029) SINGLE CORE PVC CABLES
53 +2.5mm (7/.029) SINGLE CORE CABLE AS PC.(PROTECTVE CONDUCTOR)
SECTIONAL SIDE, 1" DIA PVC CONDUIT SHALL BE USED FOR WIRING B3 LIGHT/FAN POINTS/5A.0UTLET SHALL BE WIRED WITH 2 NOS.
NOTE: — . OF AL OTHER SYSTEMS UNLESS OTHERWISE MENTIONED ON 1.5mm (3/.029) SINGLE CORE PVC CABLE + 2.5mm (7/.029)
e PLANS OR AS SPECFIED IN BOQ. SINGLE CORE CABLE AS PC.
DIMENSIONS SHOWN ARE INDICATIVE ONLY AND NOT NECESSARILY @ B 15 Amps. OUTLETS SHALL BE WIRED WITH 2 Nos. 4mm (7/.036)
BE FOLLOWED. HOWEVER ACTUAL DIMENSIONS OF DB SHALL BE uﬂzwc_m,xo_m%mu mﬂwm_.ﬂ MM mmmmwémﬂcmk_ﬂzm%w_m SINGLE CORE PVC CABLE+4mm (7./036) SINGLE CORE AS PC.
GIVEN BY DB MANUFACTURER \mc.m;ur:ww B SPLIT A/C UNITS & WINDOW TYPE A/C UNTS SHALL BE WIRED WITH

BE USED.

2 Nos, 6mm2 SINGLE CORE CABLE (7/.044) + 6mm2 (7/.044)

PHASE RED,YELLOW,BLUE
NEUTRAL BLACK
ERTH GREEN

POWER SUPPLY CABLES SHALL BE SINGLE CORE PVC INSULATED
OF SINGLE CORE PVC SHEATHED OR MULTI CORE PVC/PVC
(AS SHOWN ON DRAWINGS), COPPER CONDUCTORVOLT GRADE
600/1000 VOLTS TO BSS—6346—1969.

ALL DISTRIBUTION BOARDS SHOWN ON DRAWINGS SHALL
BE CONCEALED IN WALL & INSTALLED AT 1200mm
ABOVE FFL OR AS SHOWN IN LEGEND/BOQ.

PVC_CONDUIT SHALL BE 3/4” DIA (PVCC) FOR WIRING
OF TELEPHONE POINTS, BURIED IN FLOOR /SLAB AND
WALLS FROM TDBs OR AS SHOWN ON DRAWINGS.

1" DIA PVC CONDUIT SHALL BE USED FOR WIRING OF
ALL OTHER SYSTEMS UNLESS OTHERWISE MENTIONED
ON PLANS OR AS SPECIFIED IN BOQ.

ELECTRICAL CONTRACTOR TO CONSULT ELECTRICAL
CONSULTANT/ENGINEER FOR ANY FURTHER CLARIFICATIONS.
NO ASSUMPTIONS SHOULD BE MADE.

NECASSARY CO—ORDINATION SHALL BE CARRIED OUT
BY ELECTIRCAL CONTRACTOR WITH ALL OTHER SERVICES.

MEASURMENTS AND DIMENSIONS ON DRAWINGS ARE
APPROXIMATE. ELECTRICAL CONTRACTOR TO STUDY ALL
RELEVANT PLANS FOR DIMENSIONS ETC.

CONTRACTOR SHALL PREPARE DETAILED WORKING DRAWINGS
FOR ELECTRICAL AND ALL OTHER ALLIED SYSTEMS BEFORE
EXECUTION OF WORKS AT SITE.

1-EARTH BORE SHALL BE MADE AT 6'-0°AWAY FROM FOUNDATION.
2-DISTANCE BETWEEN 2 EARTH BORES SHALL NOT BE LESS THEN 10 ft (3m).
3-COPPER CONDUCTOR AT TOP OF G.| PIPE SHALL BE BOLTED WITH THIMBLES,

BRASS NUTS, BOLTS ETC.JOINTS SHALL BE COVERED WITH BITUMEN.
A-CONTRACTOR TO MEASURE. EARTHING RESISTANCE N THE PRESENCE OF SITE ENGINEER.
BOTH THE SITE ENGINEER AND CONTRACTOR SHALL SIGN THE EARTH TESTING
RESULT AND SUBMIT IT TO THE CLIENT FOR RECORD.
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